NOTES:

1. ALL WORK SHALL COMPLY WITH CITY OF MIAMI STANDARD SPECIFICATIONS, MATERIALS: SEC. 302-1, AND METHODS: SEC. 408.

2. SUBGRADE SHALL BE COMPACTED TO 95% DENSITY AASHO T-99.

3. VALLEY GUTTER SHALL BE CONSTRUCTED IN 50' MAXIMUM SECTIONS WITH 1/8" TO 1/4" OPEN EXPANSION JOINT BETWEEN EACH SECTION AND CONTRACTION JOINTS AT 10' INTERVALS.

CONCRETE VALLEY GUTTER

N.T.S.  Oct. 1962

DR: EO  DEPARTMENT OF PUBLIC WORKS  MISC. 35-85-22  R-4e
CK:  CITY OF MIAMI, FLORIDA