TYPE "D-1" CATCH BASIN

NOTE: ALL CONCRETE
MIN. 4,000 P.S.I.
@ 28 DAYS

NOTE: ALL PIPES
INTO TYPES "D" C.B. FROM
FRENCH DRAINS SHALL BE
A MINIMUM OF 24" FROM
BOTTOM.

NOTE: ALL PIPES
INTO TYPES "D" C.B.
FOR STORM SEWER
DISTRICTS SHALL
BE A MINIMUM OF
24" FROM BOTTOM.

WIRE

STD. HOOKS
TIED UNDER
BASE STEEL
AT 12" C-C

3" CLR.

EXFILTRATION
PIPE

16" DIA WEEP HOLE

#50/2" C.C.E.W.

BRICK TO GRADE

24" MIN

6"

24" MIN

3" CLR

1" DIA. HOLE FOR
3/4" x 6 ANCHOR BOLTS

INLET

SECTION "A-A"

N.T.S.

DEPARTMENT OF PUBLIC WORKS
CITY OF MIAMI, FLORIDA

MISC. 35-86-2

SD-3a

JAN. 1954

DR: EO

CK: